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SEE ELECTRICAL DWGS.

MECH. CEILING FIXTURE

EMERGENCY 2x4, LIGHT FIXTURES,

EMERGENCY CAN LIGHT FIXTURE — SEE ELEC.

CAN LIGHT FIXTURE — SEE ELEC.
LINEAR DIFFUSER — SEE MECH.

MECH. CEILING DIFFUSER (SUPPLY)

MECH. CEILING DIFFUSER (RETURN)

WORK NOTES (THIS SHEET ONLY):
AREA.

CLEAN AND REPAIR ANY EXISTING DAMAGED OR DIRTY METAL
LINEAR PANELS AND REATTACH AT THERAPEUTIC POOL AREA.

REPLACE PORTION OF CEILING AFFECTED BY RENOVATION. MATCH
ORIGINAL CEILING MATERIAL IN TYPE, COLOR, SIZE AND TEXTURE.

CLEAN AND REATTACH EXISTING LIGHTS AT THERAPEUTIC POOL

CLEAN AND REATTACH EXISTING POOL EQUIPMENT AT

THERAPEUTIC POOL AREA.
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NEW WORK NOTES

2'—0"x4’—0" ACOUSTICAL CEILING TILE:

USE OVERSIZED TILES AT EDGES WHERE

TILES ARE LESS THAN 6” WIDE, TYPICAL. GENERAL WORK NOTES:

2'—0"x2’—0" ACOUSTICAL CEILING TILE; 1. REFER TO MECHANICAL, ELECTRICAL & PLUMBING DRAWINGS FOR

USt OVERSIZED TILES AT EDGES WHERE ADDITIONAL NOTES, TYPES AND LOCATION OF CEILING FIXTURES.

TILES ARE LESS THAN 6” WIDE, TYPICAL.

2. GENERAL CONTRACTOR IS RESPONSIBLE FOR COORDINATING DESIGN

EXISTING CEILING AND LOCATION OF SPRINKLER HEADS. SPRINKLER HEADS SHALL BE
—— CENTERED ON THE CEILING TILE, TYPICAL.

ox4. LIGHT FIXTURES, SEE 3. CONTRACTOR SHALL COORDINATE HEIGHTS OF ALL EQUIPMENT & PIPING
O ELECTRICAL DWGS. IN' CEILING PLENUMS TO ACHIEVE DESIRED CEILING HEIGHTS.

GENERAL NOTES

REFER TO MECHANICAL, ELECTRICAL, SPRINKLER &
PLUMBING DRAWINGS FOR ADDITIONAL INFORMATION.
. GENERAL CONTRACTOR IS RESPONSIBLE FOR
COORDINATING HEIGHTS OF ALL EQUIPMENT &
PIPING IN THE CEILING PLENUMS TO ACHIEVE

DESIRED CEILING HEIGHTS.

REPLACE EXISTING CEILING
AT AREA AFFECTED BY
CONSTRUCTION AS NECESSARY

™

: 3 5/8" METAL STUD WITH 5/8"

/ TYPE "X” GWB TO UNDERSIDE OF
STRUCTURE ABOVE —SEE WALL TYPES,
: SHEET ASO6

/0

CEILING DETAIL
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FIRST FLOOR PLAN - AREA 2
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KEY PLAN - PMR
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